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STA. 47+22 - 16" M.J. 11-1/4° C.L.D.I. BEND

W/ RESTRAINED GLANDS

N 743825.49, E 1021528.02

STA. 48+66 - 16" M.J. 11-1/4° C.L.D.I  BEND

W/ RESTRAINED GLANDS

N 743777.83, E 1021395.13

STA. 104+48 FIRE HYDRANT ASSEMBLY

16" x 6" M.J. C.L.D.I. HYDRANT TEE

6" M.J.  GATE VALVE & VALVE BOX

6" C.L.D.I. PIPE

FIRE HYDRANT

1

0

0

+

0

0

1

0

1

+

0

0

1

0

2

+

0

0

1

0

3

+

0

0

1

0

4

+

0

0

5

2

+

0

1

4

6

+

0

0

4

7

+

0

0

4

8

+

0

0

49+00

50+00

5

1

+

0

0

5

2

+

0

0

STA. 47+27 - 16" x 16" x 8" M.J. C.L.D.I. TEE W/

RESTRAINED GLANDS

2 - 16" M.J. BUTTERFLY VALVES

W/ RESTRAINED GLANDS AND VALVE BOXES

1 - 8" M.J. GATE VALVE

W/ RESTRAINED GLANDS AND VALVE BOX

N 743824.43, E 1021523.41

STA. 52+32 & 52+40 - 16" M.J. 45° C.L.D.I. BEND

W/ RESTRAINED GLANDS

N 743852.38, E 1021034.83

N 743854.71, E 1021042.98

STA. 47+34 & STA. 47+78 - 16" M.J.

22-1/2° C.L.D.I  BEND

W/ RESTRAINED GLANDS

N 743822.88, E 1021516.67

N 743797.56,  E 1021481.10

STA. 52+01 - 16" x 16" x 12" M.J. C.L.D.I. TEE W/

RESTRAINED GLANDS

2 - 16" M.J. BUTTERFLY VALVES

1 - 12" M.J. GATE VALVE

W/ RESTRAINED GLANDS AND VALVE BOXES

N 743839.72 , E 1021069.98

STA. 50+03 - 16" M.J. 11-1/4° C.L.D.I  BEND

W/ RESTRAINED GLANDS

N 743780.08, E 1021257.95

12" M.J. 22-1/2° VERTICAL C.L.D.I  BEND

W/ RESTRAINED GLANDS

16" DIA. C.L.D.I. WATER MAIN

16" DIA. C.L.D.I. WATER MAIN

CONNECT TO EXISTING 12" WATER MAIN WITH 12"

C.L.D.I. PIPE AND RESTRAINED GLAND

PROVIDE STERILIZATION SAMPLING FITTING

STA. 51+39 FIRE HYDRANT ASSEMBLY

16" x 6" M.J. C.L.D.I. HYDRANT TEE

6" M.J. GATE VALVE AND VALVE BOX

6"  C.L.D.I. PIPE

FIRE HYDRANT

PAVEMENT MILLING

AND OVERLAY LIMITS

TEST PIT

TEST PIT

SUPPORT UTILITY POLE DURING

WATER MAIN INSTALLATION (TYP.)

NOTE:

ALL WATER MAIN SHUTDOWNS REQUIRE A

MINIMUM 10 WORKING DAY NOTICE TO THE

MIDDLETOWN WATER AND SEWER DEPARTMENT

8" DIA. RESTRAINED JOINT

C.L.D.I. WATER MAIN (TYP.)

MINIMUM BUILDING

SET BACK LIMIT

PROPOSED EASEMENT LINE

EASEMENT AREA = 11,325 S.F, 0.26 ACRES

STANDBY GENERATOR SET IN

WEATHERPROOF ACOUSTIC ENCLOSURE
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STA. 607+12 FIRE HYDRANT ASSEMBLY

8" x 6" M.J. C.L.D.I. HYDRANT TEE

8" M.J. PLUG

6" M.J.  GATE VALVE AND VALVE BOX

6"  C.L.D.I. PIPE

FIRE HYDRANT

CLOSE EXISTING HYDRANT VALVE, REMOVE

EXISTING FIRE HYDRANT AND PIPE, INSTALL

6" M.J. PLUG IN VALVE, REMOVE EXISTING

VALVE BOX, AND DELIVER FIRE HYDRANT

TO CITY OF MIDDLETOWN
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SEDIMENT CONTROL FENCE

AND CLEARING LIMIT

E

E

E

E

E

CLOSE EXISTING HYDRANT VALVE, REMOVE

EXISTING FIRE HYDRANT AND PIPE, INSTALL

6" M.J. PLUG IN VALVE, REMOVE EXISTING

VALVE BOX, AND DELIVER FIRE HYDRANT

TO CITY OF MIDDLETOWN

TEST PIT

12"x8" TAPPING SLEEVE

8" TAPPING GATE VALVE WITH VALVE BOX,

RESTRAINED JOINTS & THRUST BLOCK
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355.3x

6' HIGH CHAIN LINK FENCE

NATURAL GAS SERVICE

UNDERGROUND ELECTRICAL SERVICE

14' WIDE CHAIN LINK FENCE GATE

PROTECTIVE BOLLARD (TYP.)
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E

E

8" DIA. C.L.D.I. RESTRAINED JOINT WATER MAIN

8" x 8" TAPPING SLEEVE &

8" TAPPING VALVE W/

RESTRAINED JOINTS
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CLOSE EXISTING VALVE, REMOVE VALVE BOX  AND

INSTALL 2-12" M.J. CAPS WITH THRUST BLOCK

CLOSE EXISTING VALVE, REMOVE VALVE BOX  AND

INSTALL 2-12" M.J. CAPS WITH THRUST BLOCK

TRANSFER EXISTING WATER

SERVICE TO NEW 8" DIA.

C.L.D.I. WATER MAIN

TRANSFER EXISTING WATER

SERVICE TO NEW 8" DIA.

C.L.D.I. WATER MAIN

WHITE PINE (PINUS STROBUS) TREES 8'-9' HT.

WITH BARK MULCH BED (TYP.)

STA. 751+55 & 751+62 - 8" M.J. 45° C.L.D.I. BEND

W/ RESTRAINED GLANDS & THRUST BLOCKS

  N 743888.69 E 1021044.53

N 743882.06, E 1021047.04

STA. 701+27 & 701+34 - 8" M.J. 45° C.L.D.I. BEND

W/ RESTRAINED GLANDS & THRUST BLOCKS

  N 744027.12, E 1021009.39

N 744024.49, E 1021002.47

STA. 701+54 - 8" M.J. 90° C.L.D.I. BEND

W/ RESTRAINED GLANDS & THRUST BLOCK

  N744006.56 E1020994.40

STA 750+59 8" x 8" x 8" M.J. C.L.D.I. TEE

W/ RESTRAINED GLANDS & THRUST BLOCK AND M.J. CAP

8" M.J. GATE VALVE W/RESTRAINED GLANDS

AND VALVE BOX N743975.58 E1021083.65

STA 700+73 8" x 8" x 8" M.J. C.L.D.I. TEE

W/ RESTRAINED GLANDS & THRUST BLOCK

2 - 8" M.J. GATE  VALVES W/ RESTRAINED

GLANDS AND VALVE BOXES

N744006.49 E1021059.08

STA 750+25 8" x 8" x 8" M.J. C.L.D.I. TEE

W/ RESTRAINED GLANDS & THRUST BLOCK

8" GATE VALVE W/ RESTRAINED GLANDS

AND VALVE BOX

N743989.95 E1021051.65

STA. 700+93 & STA. 750+10 FIRE HYDRANT ASSEMBLY

8" x 6" M.J. C.L.D.I. HYDRANT TEE

6" M.J. GATE VALVE AND VALVE BOX

6"  C.L.D.I. PIPE

FIRE HYDRANT

8" DIA. C.L.D.I. RESTRAINED JOINT WATER MAIN
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STA. 756+23 & STA. 756+40 - 8"

M.J. 22-1/2° C.L.D.I  BEND

W/ RESTRAINED GLANDS

STA. 51+76 - 16" M.J. 11-1/4° C.L.D.I  BEND

W/ RESTRAINED GLANDS

N 743827.63, E 1021091.76
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STA. 47+22 - 16" M.J. 11-1/4° C.L.D.I. BEND

W/ RESTRAINED GLANDS

N 743825.49, E 1021528.02

STA. 48+66 - 16" M.J. 11-1/4° C.L.D.I  BEND

W/ RESTRAINED GLANDS

N 743777.83, E 1021395.13

STA. 104+48 FIRE HYDRANT ASSEMBLY

16" x 6" M.J. C.L.D.I. HYDRANT TEE

6" M.J.  GATE VALVE & VALVE BOX

6" C.L.D.I. PIPE

FIRE HYDRANT
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STA. 47+27 - 16" x 16" x 8" M.J. C.L.D.I. TEE W/

RESTRAINED GLANDS

2 - 16" M.J. BUTTERFLY VALVES

W/ RESTRAINED GLANDS AND VALVE BOXES

1 - 8" M.J. GATE VALVE

W/ RESTRAINED GLANDS AND VALVE BOX

N 743824.43, E 1021523.41

STA. 52+32 & 52+40 - 16" M.J. 45° C.L.D.I. BEND

W/ RESTRAINED GLANDS

N 743852.38, E 1021034.83

N 743854.71, E 1021042.98

STA. 47+34 & STA. 47+78 - 16" M.J.

22-1/2° C.L.D.I  BEND

W/ RESTRAINED GLANDS

N 743822.88, E 1021516.67

N 743797.56,  E 1021481.10

STA. 52+01 - 16" x 16" x 12" M.J. C.L.D.I. TEE W/

RESTRAINED GLANDS

2 - 16" M.J. BUTTERFLY VALVES

1 - 12" M.J. GATE VALVE

W/ RESTRAINED GLANDS AND VALVE BOXES

N 743839.72 , E 1021069.98

STA. 50+03 - 16" M.J. 11-1/4° C.L.D.I  BEND

W/ RESTRAINED GLANDS

N 743780.08, E 1021257.95

12" M.J. 22-1/2° VERTICAL C.L.D.I  BEND

W/ RESTRAINED GLANDS

16" DIA. C.L.D.I. WATER MAIN

16" DIA. C.L.D.I. WATER MAIN

CONNECT TO EXISTING 12" WATER MAIN WITH 12"

C.L.D.I. PIPE AND RESTRAINED GLAND

PROVIDE STERILIZATION SAMPLING FITTING

STA. 51+39 FIRE HYDRANT ASSEMBLY

16" x 6" M.J. C.L.D.I. HYDRANT TEE

6" M.J. GATE VALVE AND VALVE BOX

6"  C.L.D.I. PIPE

FIRE HYDRANT

PAVEMENT MILLING

AND OVERLAY LIMITS

TEST PIT

TEST PIT

SUPPORT UTILITY POLE DURING

WATER MAIN INSTALLATION (TYP.)

NOTE:

ALL WATER MAIN SHUTDOWNS REQUIRE A

MINIMUM 10 WORKING DAY NOTICE TO THE

MIDDLETOWN WATER AND SEWER DEPARTMENT

8" DIA. RESTRAINED JOINT

C.L.D.I. WATER MAIN (TYP.)

MINIMUM BUILDING

SET BACK LIMIT

PROPOSED EASEMENT LINE

EASEMENT AREA = 11,325 S.F, 0.26 ACRES

STANDBY GENERATOR SET IN

WEATHERPROOF ACOUSTIC ENCLOSURE
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STA. 607+12 FIRE HYDRANT ASSEMBLY

8" x 6" M.J. C.L.D.I. HYDRANT TEE

8" M.J. PLUG

6" M.J.  GATE VALVE AND VALVE BOX

6"  C.L.D.I. PIPE

FIRE HYDRANT

CLOSE EXISTING HYDRANT VALVE, REMOVE

EXISTING FIRE HYDRANT AND PIPE, INSTALL

6" M.J. PLUG IN VALVE, REMOVE EXISTING

VALVE BOX, AND DELIVER FIRE HYDRANT

TO CITY OF MIDDLETOWN
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SEDIMENT CONTROL FENCE

AND CLEARING LIMIT

E

E

E

E

E

CLOSE EXISTING HYDRANT VALVE, REMOVE

EXISTING FIRE HYDRANT AND PIPE, INSTALL

6" M.J. PLUG IN VALVE, REMOVE EXISTING

VALVE BOX, AND DELIVER FIRE HYDRANT

TO CITY OF MIDDLETOWN

TEST PIT

12"x8" TAPPING SLEEVE

8" TAPPING GATE VALVE WITH VALVE BOX,

RESTRAINED JOINTS & THRUST BLOCK
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355.3x

6' HIGH CHAIN LINK FENCE

NATURAL GAS SERVICE

UNDERGROUND ELECTRICAL SERVICE

14' WIDE CHAIN LINK FENCE GATE

PROTECTIVE BOLLARD (TYP.)
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8" DIA. C.L.D.I. RESTRAINED JOINT WATER MAIN

8" x 8" TAPPING SLEEVE &

8" TAPPING VALVE W/

RESTRAINED JOINTS
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CLOSE EXISTING VALVE, REMOVE VALVE BOX  AND

INSTALL 2-12" M.J. CAPS WITH THRUST BLOCK

CLOSE EXISTING VALVE, REMOVE VALVE BOX  AND

INSTALL 2-12" M.J. CAPS WITH THRUST BLOCK

TRANSFER EXISTING WATER

SERVICE TO NEW 8" DIA.

C.L.D.I. WATER MAIN

TRANSFER EXISTING WATER

SERVICE TO NEW 8" DIA.

C.L.D.I. WATER MAIN

WHITE PINE (PINUS STROBUS) TREES 8'-9' HT.

WITH BARK MULCH BED (TYP.)

STA. 751+55 & 751+62 - 8" M.J. 45° C.L.D.I. BEND

W/ RESTRAINED GLANDS & THRUST BLOCKS

  N 743888.69 E 1021044.53

N 743882.06, E 1021047.04

STA. 701+27 & 701+34 - 8" M.J. 45° C.L.D.I. BEND

W/ RESTRAINED GLANDS & THRUST BLOCKS

  N 744027.12, E 1021009.39

N 744024.49, E 1021002.47

STA. 701+54 - 8" M.J. 90° C.L.D.I. BEND

W/ RESTRAINED GLANDS & THRUST BLOCK

  N744006.56 E1020994.40

STA 750+59 8" x 8" x 8" M.J. C.L.D.I. TEE

W/ RESTRAINED GLANDS & THRUST BLOCK AND M.J. CAP

8" M.J. GATE VALVE W/RESTRAINED GLANDS

AND VALVE BOX N743975.58 E1021083.65

STA 700+73 8" x 8" x 8" M.J. C.L.D.I. TEE

W/ RESTRAINED GLANDS & THRUST BLOCK

2 - 8" M.J. GATE  VALVES W/ RESTRAINED

GLANDS AND VALVE BOXES

N744006.49 E1021059.08

STA 750+25 8" x 8" x 8" M.J. C.L.D.I. TEE

W/ RESTRAINED GLANDS & THRUST BLOCK

8" GATE VALVE W/ RESTRAINED GLANDS

AND VALVE BOX

N743989.95 E1021051.65

STA. 700+93 & STA. 750+10 FIRE HYDRANT ASSEMBLY

8" x 6" M.J. C.L.D.I. HYDRANT TEE

6" M.J. GATE VALVE AND VALVE BOX

6"  C.L.D.I. PIPE

FIRE HYDRANT

8" DIA. C.L.D.I. RESTRAINED JOINT WATER MAIN

607+14
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STA. 756+23 & STA. 756+40 - 8"

M.J. 22-1/2° C.L.D.I  BEND

W/ RESTRAINED GLANDS

STA. 51+76 - 16" M.J. 11-1/4° C.L.D.I  BEND

W/ RESTRAINED GLANDS

N 743827.63, E 1021091.76
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STA. 47+22 - 16" M.J. 11-1/4° C.L.D.I. BEND

W/ RESTRAINED GLANDS

N 743825.49, E 1021528.02

STA. 48+66 - 16" M.J. 11-1/4° C.L.D.I  BEND

W/ RESTRAINED GLANDS

N 743777.83, E 1021395.13

STA. 104+48 FIRE HYDRANT ASSEMBLY

16" x 6" M.J. C.L.D.I. HYDRANT TEE

6" M.J.  GATE VALVE & VALVE BOX

6" C.L.D.I. PIPE

FIRE HYDRANT
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STA. 47+27 - 16" x 16" x 8" M.J. C.L.D.I. TEE W/

RESTRAINED GLANDS

2 - 16" M.J. BUTTERFLY VALVES

W/ RESTRAINED GLANDS AND VALVE BOXES

1 - 8" M.J. GATE VALVE

W/ RESTRAINED GLANDS AND VALVE BOX

N 743824.43, E 1021523.41

STA. 52+32 & 52+40 - 16" M.J. 45° C.L.D.I. BEND

W/ RESTRAINED GLANDS

N 743852.38, E 1021034.83

N 743854.71, E 1021042.98

STA. 47+34 & STA. 47+78 - 16" M.J.

22-1/2° C.L.D.I  BEND

W/ RESTRAINED GLANDS

N 743822.88, E 1021516.67

N 743797.56,  E 1021481.10

STA. 52+01 - 16" x 16" x 12" M.J. C.L.D.I. TEE W/

RESTRAINED GLANDS

2 - 16" M.J. BUTTERFLY VALVES

1 - 12" M.J. GATE VALVE

W/ RESTRAINED GLANDS AND VALVE BOXES

N 743839.72 , E 1021069.98

STA. 50+03 - 16" M.J. 11-1/4° C.L.D.I  BEND

W/ RESTRAINED GLANDS

N 743780.08, E 1021257.95

12" M.J. 22-1/2° VERTICAL C.L.D.I  BEND

W/ RESTRAINED GLANDS

16" DIA. C.L.D.I. WATER MAIN

16" DIA. C.L.D.I. WATER MAIN

CONNECT TO EXISTING 12" WATER MAIN WITH 12"

C.L.D.I. PIPE AND RESTRAINED GLAND

PROVIDE STERILIZATION SAMPLING FITTING

STA. 51+39 FIRE HYDRANT ASSEMBLY

16" x 6" M.J. C.L.D.I. HYDRANT TEE

6" M.J. GATE VALVE AND VALVE BOX

6"  C.L.D.I. PIPE

FIRE HYDRANT

PAVEMENT MILLING

AND OVERLAY LIMITS

TEST PIT

TEST PIT

SUPPORT UTILITY POLE DURING

WATER MAIN INSTALLATION (TYP.)

NOTE:

ALL WATER MAIN SHUTDOWNS REQUIRE A

MINIMUM 10 WORKING DAY NOTICE TO THE

MIDDLETOWN WATER AND SEWER DEPARTMENT

8" DIA. RESTRAINED JOINT

C.L.D.I. WATER MAIN (TYP.)

MINIMUM BUILDING

SET BACK LIMIT

PROPOSED EASEMENT LINE

EASEMENT AREA = 11,325 S.F, 0.26 ACRES

STANDBY GENERATOR SET IN

WEATHERPROOF ACOUSTIC ENCLOSURE
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STA. 607+12 FIRE HYDRANT ASSEMBLY

8" x 6" M.J. C.L.D.I. HYDRANT TEE

8" M.J. PLUG

6" M.J.  GATE VALVE AND VALVE BOX

6"  C.L.D.I. PIPE

FIRE HYDRANT

CLOSE EXISTING HYDRANT VALVE, REMOVE

EXISTING FIRE HYDRANT AND PIPE, INSTALL

6" M.J. PLUG IN VALVE, REMOVE EXISTING

VALVE BOX, AND DELIVER FIRE HYDRANT

TO CITY OF MIDDLETOWN
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SEDIMENT CONTROL FENCE

AND CLEARING LIMIT
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CLOSE EXISTING HYDRANT VALVE, REMOVE

EXISTING FIRE HYDRANT AND PIPE, INSTALL

6" M.J. PLUG IN VALVE, REMOVE EXISTING

VALVE BOX, AND DELIVER FIRE HYDRANT

TO CITY OF MIDDLETOWN

TEST PIT

12"x8" TAPPING SLEEVE

8" TAPPING GATE VALVE WITH VALVE BOX,

RESTRAINED JOINTS & THRUST BLOCK
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6' HIGH CHAIN LINK FENCE

NATURAL GAS SERVICE

UNDERGROUND ELECTRICAL SERVICE

14' WIDE CHAIN LINK FENCE GATE

PROTECTIVE BOLLARD (TYP.)
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E

8" DIA. C.L.D.I. RESTRAINED JOINT WATER MAIN

8" x 8" TAPPING SLEEVE &

8" TAPPING VALVE W/

RESTRAINED JOINTS
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CLOSE EXISTING VALVE, REMOVE VALVE BOX  AND

INSTALL 2-12" M.J. CAPS WITH THRUST BLOCK

CLOSE EXISTING VALVE, REMOVE VALVE BOX  AND

INSTALL 2-12" M.J. CAPS WITH THRUST BLOCK

TRANSFER EXISTING WATER

SERVICE TO NEW 8" DIA.

C.L.D.I. WATER MAIN

TRANSFER EXISTING WATER

SERVICE TO NEW 8" DIA.

C.L.D.I. WATER MAIN

WHITE PINE (PINUS STROBUS) TREES 8'-9' HT.

WITH BARK MULCH BED (TYP.)

STA. 751+55 & 751+62 - 8" M.J. 45° C.L.D.I. BEND

W/ RESTRAINED GLANDS & THRUST BLOCKS

  N 743888.69 E 1021044.53

N 743882.06, E 1021047.04

STA. 701+27 & 701+34 - 8" M.J. 45° C.L.D.I. BEND

W/ RESTRAINED GLANDS & THRUST BLOCKS

  N 744027.12, E 1021009.39

N 744024.49, E 1021002.47

STA. 701+54 - 8" M.J. 90° C.L.D.I. BEND

W/ RESTRAINED GLANDS & THRUST BLOCK

  N744006.56 E1020994.40

STA 750+59 8" x 8" x 8" M.J. C.L.D.I. TEE

W/ RESTRAINED GLANDS & THRUST BLOCK AND M.J. CAP

8" M.J. GATE VALVE W/RESTRAINED GLANDS

AND VALVE BOX N743975.58 E1021083.65

STA 700+73 8" x 8" x 8" M.J. C.L.D.I. TEE

W/ RESTRAINED GLANDS & THRUST BLOCK

2 - 8" M.J. GATE  VALVES W/ RESTRAINED

GLANDS AND VALVE BOXES

N744006.49 E1021059.08

STA 750+25 8" x 8" x 8" M.J. C.L.D.I. TEE

W/ RESTRAINED GLANDS & THRUST BLOCK

8" GATE VALVE W/ RESTRAINED GLANDS

AND VALVE BOX

N743989.95 E1021051.65

STA. 700+93 & STA. 750+10 FIRE HYDRANT ASSEMBLY

8" x 6" M.J. C.L.D.I. HYDRANT TEE

6" M.J. GATE VALVE AND VALVE BOX

6"  C.L.D.I. PIPE

FIRE HYDRANT

8" DIA. C.L.D.I. RESTRAINED JOINT WATER MAIN
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STA. 756+23 & STA. 756+40 - 8"

M.J. 22-1/2° C.L.D.I  BEND

W/ RESTRAINED GLANDS

STA. 51+76 - 16" M.J. 11-1/4° C.L.D.I  BEND

W/ RESTRAINED GLANDS

N 743827.63, E 1021091.76

CONTROL POINT #1

TALCOTT RIDGE DRIVE
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MATCHLINE SHEET C-11
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SCALE: 1" = 40'

NOTES:

1. ALL EXISTING HYDRANTS SHALL BE REMOVED AND DELIVERED TO THE CITY OF MIDDLETOWN. CAP OR PLUG ALL

EXISTING PIPE CONNECTIONS.

2. CONTRACTOR TO VERIFY LOCATIONS OF ALL EXISTING WATER SERVICES PRIOR TO CONSTRUCTION.

3. WATER SERVICE TO BE MAINTAINED TO CUSTOMERS AS MUCH AS POSSIBLE.  WATER SERVICE INTERRUPTIONS, IF

REQUIRED, SHALL NOT EXCEED 2 HOURS AND SHALL BE SCHEDULED IN WRITING AT LEAST 48 HOURS IN ADVANCE

WITH THE AFFECTED WATER CUSTOMER.

4. REFER TO DRAWING M-113 FOR TALCOTT RIDGE BOOSTER STATION DETAILS AND PAYMENT LIMITS.

5. REFER TO DRAWING C-46 FOR TALCOTT RIDGE BOOSTER STATION SUCTION AND DISCHARGE WATER MAIN PROFILES.

6. REFER TO DRAWING C-47 FOR TALCOTT RIDGE BOOSTER STATION ENLARGED PLAN.

ENLARGED VIEW

SCALE: 1" = 20'

STA. 47+22 - 16" M.J. 11-1/4° C.L.D.I.

BEND W/ RESTRAINED GLANDS

N 743825.49, E 1021528.02

STA. 47+27 - 16" x 16" x 8"  M.J. C.L.D.I. TEE

W/ RESTRAINED GLANDS

2 - 16" M.J. BUTTERFLY VALVES W/

RESTRAINED GLANDS AND VALVE BOXES

1 - 8" M.J. GATE VALVE W/ RESTRAINED

GLANDS AND VALVE BOX

N 743824.43, E 1021523.41

CLOSE EXISTING VALVE, REMOVE

VALVE BOX, AND INSTALL 2 - 12" M.J.

CAPS WITH THRUST BLOCK

8" x 8" TAPPING SLEEVE & 8" TAPPING

VALVE W/ RESTRAINED JOINTS

TEST PIT

TEST PIT

CONNECT TO EXISTING 12" WATER MAIN WITH

12" C.L.D.I. PIPE AND RESTRAINED GLAND

PROVIDE STERILIZATION SAMPLING FITTING

CLOSE EXISTING VALVE, REMOVE VALVE BOX, AND

INSTALL 2 - 12" M.J. CAPS WITH THRUST BLOCK

12" M.J. 22-1/2° VERTICAL

C.L.D.I. BEND W/ RESTRAINED

GLANDS

STA. 52+01 - 16" x 16" x 12" M.J. C.L.D.I. TEE

W/ RESTRAINED GLANDS

2 - 16" M.J. BUTTERFLY VALVES

1 - 12" M.J. GATE VALVE

W/ RESTRAINED GLANDS AND VALVE BOXES

N. 743839.72, E 1021069.98

ENLARGED VIEW

SCALE: 1" = 20'
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